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Food and Drug Administration

New Orleans District
Southeast Region

6600 Plaza Drive, Suite 400
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Manager. At the conclusion of the inspection, a list of Inspectional Observations, Form FDA

Telephone: 504-253-4519

Y

The following deficiencies were observed during the inspection;

MDock Foreman.

September 28, 2001

)

2521 (copy enclosed), were issued to and discussed with

Interstate Conveyance Sanitation Regulations (Title 21, Code of Federal Regulations, Parts 1240
483 (copy enclosed), and an Inspection Summary-Vessel Watering Point Sanitation, Form FDA

During an inspection of your vessel watering point facility, located at 150 20™ Street, Port
and 1250).

Fourchon, Louisiana on September 19, 2001, our investigator observed violations of the
During the inspection, the findings were discussed with Mr. Karl M. Boffanie, Operations

John W. Stone Qil Distributors, L.L.C.

Mr. John W. Stone, Jr., President
87 First Street

Gretna, Louisiana 70053

Dear Mr. Stone:

x

4

Potable water hydrant outlet numbers 4 and 6 did not have backflow protecti
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Y Ou snouid take prompl 4aClion L0 COrIcClL ail acliciencies. 1nis Ieter 1S not meant to be an ali-
inclusive list of deficiencies that may exist at your vessel watering point. It is your

ensure your operations meet ail
Service Act and its implementing regulations.

We are aware that during and at the close of the inspection Mr. Boffanie and JiEESSm ade
verbal commitments to correct the violations. However, you shouid notify this office in writing,
within 15 days from your receipt of this ietter, of the specific steps you have taken to correct the
deficiencies and to assure that such violations will not recur. If you cannot compiete aii
corrections before you respond, we expect you will explain the reason for the delay and a
deadline by which you will correct any remaining deficiencies.

Your response should be addressed to the U.S. Food and Drug Administration, Attention: Ms.
Nicole F. Hardin, Compliance Officer, at the above address. If you have questions regarding any
issue in this letter, you may direct them to Ms. Hardin at the above address or at 504-253-4519.

Sincerely,

/N,
Y4778

Richard D. Debo
Acting District Director
New Orleans District

Enclosures: Form FDA 483
Form FDA 2521

cc: Mr. Karl M. Boffanie, Operations Manager
John W. Stone Oil Distributors, L.L.C.
150 20™ Street
Port Fourchon, Louisiana 70357



